01-AFC-25

CALIF FNERGY COMMISSION
APR 30 2003
RECEIVED IN DOCKETS
BEFORE THE ENERGY RESOURCES CONSERVATION AND DEVELOPMENT Commission
OF THE STATE OF CALIFORNIA

APPLICATION FOR CERTIFICATION DockeT No. 01-AFC-25

OF THE APPLICATION COMPLETE

MALBURG GENERATING STATION ProJECT JuLy 8, 2002

mmwm.mmwm

ERRATA TO THE PRESIDING MEMBER'S PROPOSED DECISION {(PMPD)

Staff has reviewed the PMPD angd offers the following changes in the form of an
Errata. The Errata is based on new evidence submitted &t the February 10, 2003
evidentiary hearing and the comments filad by the parties during the 3-day
comment period. While some of the Errata expand our discussion of the
evidentiary record and include redrafted Conditions of Certification, none of the
Errata change the substantive findings and eonclusions of the PMPD.

IN T

Page 9, first full paragraph. Amand the second santance as follows:

The notice was malled 1o members of the community who were known ta he
Interested in the proposed project, including the owners of land adjacent to or in

the vicinity of the MRR MGS.

Reason: To use the comact acronym for Malburg Generating Station,



TRANSMISSION SYSTEM E INEERING
Page B0, recammand amending the text as follows:
SUMMARY AND DISCUSSION OF THE EVIDENCE

The City of Vernon's 88 kV municipal electric system is part of the Cal-IS0
cantrol araa and is tied to the Southern California Edison (SCE) bulk power
system and the Cal-IS0 grid at the Laguna Bell 230/66 kv Substation, The City
sarves [is customers with a combination 26.5 MW generated by the City's

existing Station A facility at-ihe-Vemeon-66-kV-Substalion and wholesale
coniraciual power supply additienal-capacity-of about BE-MW purchased from

third party suppliers over the Cal- 130 grid. (Ex. 34, p. 5.5-3.)
Reason: Staff believes the revised text clanfies the topic.

Page 82, second paragraph, recommand amending the lext as follows:

...........

Secardanct-with-protecol-development by Callse Ihaslﬁlsfdlmﬂdhj.r
supplemental power flow studies perlormed by the-parisipating-transmission
Gwhef-in-this-eese- SCE, with details provided in a Detailed Interconnection
Facility Study. (Ex.34, p, 5.5-5.) SCE conducted the additional System Impact
Study to identify potential impacts in the SCE sysiem due to the MGS. (Ex_ 4,

Attachment 3, Ex_ 22)

Reason: Staff believes the revised fext clarifies the topic,

On page 84 and 85, amand findings and conclusions 6 and 11 as Toliows:




6. The Navigant SIS found na potantial downstream themmal gveriaad impacts o
the Citv of Yernaon, SCE or LADWP systems that would result from
mterconnaction of MGS.

11. To mitigate sadous minor overload viclations on the Lighthipe-Mesa Cal 230
kV line, Applicant will replace wave traps at both ends of the line to 4000-ampere
rating.

Reason: Staff belisves the revised text carifies and coracts the PMPD,
AIR QUALITY

Page 116, Staff recommends that the text in the paragraph following Table 20 be
modified as follows:

As shown in Air Quality Tabla 20, except for the 24-hour and annual Pl
violations, cumulative impacts are expected to be below the state and national
standards, The 2 dispersi analysis ;

Reason: Staff recognizes that Air Quality Table 20 cannot fully explain the
derivation of percentage contribution of MGS to cumulative PM.; impacts, as the
lext suggests. More information is neaded, This information was obtained from
a detailed dispersion modaling analysis conducted by the applicant.

Page 118, Conditions of Certification AQ-C1,

The City of Vernon is requesting that Condition AQ-C1 be modified in the PMPD
with agreament by Energy Commission staff. They are requesting that the last
sentence of the first paragraph of the condition be changed by adding the
following languags:




AQ-C1 ...In additign o or in place of the requirements identified ahove

and the measures identified balow, tha City may develop alternative
measures o be approved by the CPM in order to achieve the
identified goals.

Reason: The reason for the change is to provide the necessary flexdbllity 1o
develop alternative requirements if the results of monitoring justify changing the
requirements and CEC staff agree to the proposed alternative requirements.

The standard required in condition AQ-C1 (emissions balow the shor-term
ambient air quality standards and no more than 10 ug/m® difference betwean
upwind and downwind monitering for NOx, PM10 and CO emissions) is basad on
modeling with limited flald experience, We know the slandard is achievable in
most situations...but not all situations. The applicant is requesting, and staff
agrees, that there should ba some flaxibility so that if the standard is not met, the
applicant can wark with staff io identify an accaptable solution ensuring that no
significant impacts occur.

Staff recommends modifying AQ-C1, which generally requires the City of Verman
to control and monitor emissions during construction, taking inte consideration
that the 10 ug/m” limitation between upwind and dawnwind measurements might
not be possible to meet. Staff considers it reasonable to allow the City of Vernan
o determine & reasonably controlling and attainable limit that does not cause or
coniribute 1o a violation of the ambient air quality standards.

D LS NT

Page 158, second paragraph, first sentence should be revisad as follows:




Reason: Sieff balieves the revised text clarifies and comects the PMPD,

Page 164, Condition of Cenlification HAZ-2, amend the PMPD as follows:

HAZ-2  The project owner shall concurrently provide a Business Plan and g
Risk Management Plan (RMP) to the Cartified Unified Program
Autharity (CUPA) (City of Vemon Environmental Health Department)
and the CPM for review at the time the RMP is first submitted to the
U.8. Environmental Protection Agency (EPA). The project owner shall
reflect all recommendations of the CUPA and the CPM in the final
documents. Copies of the final Business Plan and RMP, reflacting all
comments, shall be provided ta the CPM for approval.

fication: Al least sixty (80) days prior to recelving any hazardous
material on the site, the project owner shall provide a copy of a final Business
Plan to the CPM. Al least 60 days prior to delivery of aquecus ammaonia to the
site, the project owner shall provide the final EPA-approved RMP, to the CUPA
and the CPM for approval,

Reason: The words “for approval® were Inadvertently left out of the Staff
Assessment at the end of the last sentence of HAZ-2 and the verification for
HAZ.Z




LTU u
Page 202; amend the last sentance of the last paragraph on the page as follows.

1. Background

In addition, structures oider than 50-vears” 45 of | d iob

exceptional, could be considered for listing as significant historic structures.

Reason: The appiicant and staff both used 45 years or less if exceptional as the
criteria for considering cultural reasources far eligibility to the National Register of
Historic Places of the California Register of Historic Resources. Nota, this
guidance is from “Instructions for Recording Histarical Resources” from Office of
Historic Preservation 1885, page 2.

Page 204, third paragraph. reads: “According to Staff, the industrial area
surmounding Station A may be eligible for inclusion in the CRHR as an historic
district. (Ex,34, p.4.3-5,) The Applicant identified a cora area including Station A
as the Vemon Historic District. The proposed district consists of the historic, pre-
World War (I, industrial core of the City of Vemaon®.

The applicant has indicated that although the area surrounding Station A may be
“eligible for inclusion in the CRHR”, it is not currently a "proposed District” and
they wish to discuss this at the Commitiee Conferance.

Page 206, Findings and Conclusions #1. Amend PMPD as follaws:

FINDINGS AND CONCLUSIONS.




1. There are no known archaeological or historic resources within or adjacent
to the critical Area of Polantial Effect (AFPE) except for City of Vemon

Station A and the City of Vemaon Historic District.

Reason: In this statemant, “critical Area of Potential Effect” is not defined, and
Station A is ona of the contributing elements of the Vernon Historic District.

VISUA

Page 248, third paragraph, it would be more accurate to replaca this paragraph
with the following:

_H'ELWﬂHJﬁluwmnﬂmt because power plant

Reason: The discussion stales that the impacts of construction activities will not
ba significant because all potential views of these activities are located in the
surrounding industrial zone. This is true for construction of the power plant and
natural gas supply and waslewaler discharge pipelines. However, the reclaimed
water supply pipeline will traverse through commercial and residential areas in
addition to industrial areas (COV 2001a; p. 8.10-8; Figures 8.4-11 and B.4-13)

Fage 250: Mighttime Lighting

Suggest changing the heading from “MNighttime-Lighting” to "Nighttime Lighting
and Light or Glars".



Reason: The discussion involves nighttime lighting and also mantons
Applicant's mitigation measure and staff's condition of cerification VIS-2
requiring structures to be treated/paintad with flat finishes to minimize daytime
glare impacts.

Page 251, Finding #2; suggestad revision as follows:

2, Power plant ¢ Gonstruction activities will ocour in the industrial zone whare
large construction equipmant and the visual chaos associated with construction

are not conspicuously out of character for the area, Pipaline construction will ba
ransitory and will pimarily occur within industrigl areas i 1

Reason: Staff believes the revised text clarifies the PMPD.

NOISE

P. 258, Paragraph 1; supgested changes 1o the Noise and Vibration section.
Change the thind santence o read as follows:

In addition, oparation of the turbines facilty may generate vibration and acoustic
noise that could affect nearby propartias.

Reason: Stafl balieves the revised taxt clarifias the PMPD.

Page 257. The Setting. Change the second sentence to read as follows:

Under the City's Notse Element, facilities in the area zoned "General Industrial”
cannot be exceed 75 dBA ...

Reason: Minor edit.



P. 258, Paragraph 3. Change the last sanlance 1o read as follows:

(For an explanation ... Table Appendix 1 ai the end of this section.)

Reason: Staff beliaves the revised text clarifies the PMPD.

P. 258, Paragraph 2. Change the second sentance to read as follows:

A sarias of .., few minutes, wil-ba could be performad .

Reascn: Sisff believes the revised text clarifias tha PMPD.

SOCIOECONOMICS

Page 272, first paragraph, last sentence. Amend text as follows:

In aadition, an environmental justice screening analysls is conducted to
detarming

Reason: To corect the reason stated for doing a screening analysis and to
clarify when stafi analyzes whether an impact disproportionataly assesses
minarity or low income populations.

Page 275, second paragraph, last sentence. Revise laxt to read as follows:




Since the MGS will not result in gignificant adverse effects to any population,...

Reason: Staff baliaves the revised text clarifies the issus.

Raspectfully submitted

V0|

William Pfanner

Project Manager Staff Attorney
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